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L @Y TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
OQUATEST 3° QUALITY ASSURANCE & TESTING CENTER 3

k13- 01728amt7 PHIEU KET QUA THU NGHIEM gggﬁ%;
TEST REPORT

1. Tén mau : 1/ NUOGC KHOANG THIEN NHIEN THACH BiCH
Name of sample

2. MO ta mau : MAu thir nghiém do khach hang 1dy miu, tén miu va thong tin vé ma
Description do khach hang cung cép. / Testing sample was sampled by customer,
sample name and sample information were supplied by customer.
Mau nuée trong khdng mau, chira trong chai nhua,
11 chai nhwax 0,5 L
As received, the sample was colorless, clear and contained in
plastic botile, 11 bottles x 0,5 L

((a Trén chai chira mAu c6 nhén hiéu “THACH BICH”
On the container sample had labeled “ THACH BICH”
3. S6 luong mau . 01
Quantity
4. Ngay nhidn mau ;. 25/04/2017
Date of receiving
5. Thoi gian thu nghiém : 26/04/2017 — 08/05/2017
Testing time
6. Noi giri mAu : NHA MAY NUOGC KHOANG THACH BICH
Customer — CN CONG TY CO PHAN DUONG QUANG NGAI
02 Nguyén Chi Thanh, Thanh Phé Quang Ngii,
) Tinh Quang Ngai
7. Két qua thir nghiém . Xem trang / See page 02 and 03/03
7? Test results
TRUONG PHONG TN MOI TRUONG PHO GIAM POC
HEAD OF ENVIRONMENTAL TESTING LAB KICE DIRECTOR
Phan Thanh Trung

1. Céc két qua thir nghiém ghi trong phleu nay chi c6 gia tri dbi voi méu do khach hang giri dén./ Test results are valid for the namely submitted sample(s) only.

2. Khong dugc trich sao mot phan phiéu két qua thir nghiém nay néu khong c6 sw dong y bang van ban cia Trung tim Ky thuit 3. N/A: khong ap dung.
This Test Report shall not be reproduced, except mfull without the written approval of Quatest 3.

3. Tén mau, tén khach hang dugc ghi theo yéu cau cta noi gm mau./ Name of sample and customer are written as customer’s request.

4. Dj khong dam bao do mé rong udc lugng duge tinh véi k = 2, mic tin cdy 95 %. Khach hang c6 thé lién hé theo dia chi dudi dé biét thém thong tin.

Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level. Please contact Quatest 3 at the below address for further information.

Head Office: 49 Pasteur, Q1, Ho Chi Minh City, VIET NAM  Tel: (84-8) 3829 4274 Fax: (84-8) 38293012 Website: www.quatest3.com.vn
Testing: 7 Road 1, Bién Hoa 1 Industrial Zone, Pong Nai Tel: (84-61) 383 6212  Fax: (84-61) 383 6298 E-mail: qt-dichvutn@quatest3.com.vn

Lén sira doi: 4 BHY (03/2012) M03/1 - TTTNO9
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Tén chi tiéu Phuong phép thir %T}HE‘HG 3 '/ qua thir nghiém
Specification Test method j in ;/ Test result
7.1. DBopH &25°C TCVN - 7.5
pH value at 25 °C 6492 : 2011
7.2. Mui ¢20°C, 60°C Cam quan - Khoéng ¢6 mui la
Odor at 20 °C, 60 °C Sensory test Have not unusual
odor
7.3. Do duc/ Turbidity NTU SMEWW® 2012 2,0 Khong phét hién
(2130 B) Not detected
7.4. Do mau/ Color Pt.Co | TCVN 6185 :2008 10 Khong phat hi¢n
Not detected
7.5. Tbng chét rdn hoa tan (TDS), mg/L | SMEWW® 2012 . 327
'1 Total dissolved solids content (2540 C) '
~ | 7.6. Ham luong bicarbonate (HCO;), mg/L SMEWW® 2012 : 75,3
! Bicarbonate content (2320 B)
7.7.  Ham luong iodua (I), mg/L SMEWW® 2012 0,01 Khong phét hién
lodide content (4500-T"C) Not detected
7.8.  Ham luong nitrit (NO;), mg/L | SMEWW® 2012 0,02 Khong phét hién
Nitrite content (4110 B) Not detected
7.9. Ham luong nitrat (NO53"), mg/L |  SMEWW" 2012 0,5 Khong phét hién
Nitrate content (4110 B) Not detected
7.10. Ham lugng florua (F), mg/L | HACH Method 8029 - 1,0
Fluoride content
7.11. Ham lugng cyanua (CN"), mg/L | HACH Method 8027 0,05 Khong phét hién
Cyanide content Not detected
7.12. Ham luong borat (BO5>) tinh theo bo SMEWW 2012 - 0,11
(B), mg/L (3120 B)
Borate calculated for boron content
7.13. Ham luong kali (K), mg/L. |  SMEWW 2012 5 4,15
~ Potassium content (3120 B)
7.14. Ham luong magié (Mg), mg/L SMEWW" 2012 0,1 Khong phat hién
Magnesium content (3120 B) Not detected
7.15. Ham luong canxi (Ca), mg/L SMEWW" 2012 . 1,72
Calcium content (3120 B)
7.16. Ham luong bari (Ba), mg/L SMEWW 2012 0,05 Khong phat hién
Barium content (3120 B) Not detected
7.17. Ham luong cadimi (Cd), mg/L SMEWW 2012 0,002 Khong phat hién
Cadmium content (3120 B) Not detected
7.18. Ham luong ddng (Cu), mg/L SMEWW" 2012 0,05 Khong phat hién
Copper content (3120 B) Not detected
7.19. Ham luong crom (Cr), mg/L SMEWW 2012 0,01 Khong phat hién
Chromium content (3120 B) Not detected
7.20. Ham luong mangan (Mn), mg/L SMEWW" 2012 0,02 Khong phat hién
Manganese content (3120 B) Not detected
7.21. Ham luwong niken (Ni), mg/l |  SMEWW 2012 0,02 Khong phat hién
Nikel content L!/ﬁ’ /gﬂj (3120 B) Not detected
o TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
W QUALITY ASSURANCE & TESTING CENTER 3
n"ATEST 3® Hea(l:l Office: 49 Pasteur, 91, H‘(‘“) Chi Minh City, VIET; NAM. Tel: (84-8) 38294274 Fax: (84-8) 38293012 www.quatest}.com.m
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Tén chi tiéu Phuong phép thir [N 0% qua thir nghiém
Specification Test method Limit of Test result
detection
7.22. Ham luong thuy ngan (Hg), mg/L SMEWW 2012 0,001 Khong phét hién
Mercury content (3112 B) Not detected
7.23. Ham luong chi (Pb) mgL | SMEWW® 2012 0,01 Khong phét hién
Lead content (3120 B) Not detected
7.24. Ham luong selene (Se), mg/L SMEWW 2012 0,003 Khong phat hién
Selenium content (3114 C) Not detected
7.25. Ham luong asen (As), mgL | SMEWW" 2012 0,001 Khong phét hién
Arsenic content (3114 O) Not detected
7.26. Ham luong stibi (Sb), mg/L SMEWW" 2012 0,003 Khong phat hién
Antimony content (3114 C) Not detected
7.27. Ham luong natri (Na), mg/L SMEWW 2012 = 104
Sodium content (3120 B)/(3111 B) |
Ghi chu/ Notice: TCVN : Tiéu Chudn Viét Nam/ Vietnam National standard
SMEWW"): Standard Methods for the ExaminatioWr and Waste water.
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TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Head Office: 49 Pasteur, Q1, H Chi Minh City, VIET NAM Tel: (84-8) 38294274 Fax: (84-8) 38293012 www.quatest3.com.vn
Testing: 7 Road 1, Bién Hoa 1 Industrial Zone, Pong Nai  Tel: (84-61) 3836212  Fax: (84-61) 3836298  qt-dichvutn@quatest3.com.vn

Lén sua doi: 4

BH9 (03/2012) M03/2 - TTTNO9

e ——




TGNG CUC TIEU CHUAN DO LUGNG CHAT LUONG s
: N TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUGNG 3 %
QUATEST3® QUALITY ASSURANCE & TESTING CENTER 3 5
~ e 2 2 ~
KT3-01651AVS7 PHIEU KET QUA THU NGHlEM 03/05/2017
TEST REPORT Trang 01/01
1. Tén miu . NUGC KHOANG THIEN NHIEN THACH BiCH
2. M6 ta mau : MAu con nguyén bao bi nhan hi¢u ‘
Mau thir nghiém do khach hang 14y mau, tén mau va thong tin vé mau do
khach hang cung cap.
3. $6 lugng mau : 01 (500 mL x 05 chai)
4. Ngay nhan mau : 25/04/2017
5. Thoi gian thir nghiém : 26/04/2017 — 28/04/2017
6. Noi giri mau . NHA MAY NUGC KHOANG THACH BiCH — CHI NHANH CONG TY

CO PHAN PUONG QUANG NGAI
02 Nguyén Chi Thanh, Phuong Quéing Pha, Thanh pho Quiang Ngii, Tinh

) Quaing Ngai
7. Két qua thu nghiém
Tén chi tiéu Phuong phép thu Két qua thir nghiém
7.1. Coliforms, CFU/250 mL| TCVN 6187 - 1: 2009 <10
7.2. Escherichia coli, CFU/250 mL| TCVN 6187 - 1: 2009 <19
7.3. Enterococci CFU/250 mL| TCVN 6189 —2 : 2009 <19
Streptococci faecal QCVN6-1:2010/BYT
7.4. Pseudomonas aeruginosa, CFU/250 mL ISO 16266 : 2006 <19
7.5. Bao tir vi khuan ky khi khir sulfite, CFU/50 mL| TCVN 6191 -2 : 1996 <19

Ghi chi: (*) Két qua duoc biéu tl}i “<1 CFU” duoc xem la “khong phat hién vi sinh vat muc tiéu”
trén thé tich mau kiém tra.

TL. PHU TRACH PTN VI SINH - GMO

-

Vii Diéu Thu

1. Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gié tri d6i voi mAu do khach hang giri dén./ Test results are valid for the namely submitted sample(s) only.
2. Khéng dugce trich sao mot phan phiéu két qua thir nghiém nay néu khéng co su dong ¥ bang van ban cua Trung tim K¥ thudt 3. N/A: khong ap dung.
This Test Report shall not be reproduced, except in full, without the written approval of Quatest 3. Not applicable
3. Tén mau, tén khach hang dugc ghi theo yéu cau ctia noi giri mau./ Name of sample and customer are written as customer’s request.
4. Do khong dam bao do mé rong udc lugng duge tinh voi k = 2, mirc tin cdy 95 %. Khach hang c6 thé lién hé theo dia chi dudi dé biét thém thong tin.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level. Please contact Quatest 3 at the below address for further information.
5. Phong Thir nghiém da dugc Van phong Cong nhan Chét lugng (BoA) - Viét Nam cong nhan phu hop theo ISO/IEC 17025:2005 (VILAS 004). Cac chi tiéu co déu (*) 1a chua duge cong nhan.
The Testing Lab is accredited as conforming to ISO/IEC 1 7025:2005 by Bureau of Accreditation - Viet Nam ( VILAS 004). The characteristics marked with (*) are not accredited yet.

Head Office: 49 Pasteur, Q1, H6 Chi Minh City, VIET NAM Tel: (84-8) 38294274 Fax: (84-8) 38293012 Website: www.quatest3.com.vn

Testing: 7 Road 1, Bién Hoa 1 Industrial Zone, Péng Nai Tel: (84-61) 383 6212  Fax: (84-61) 383 6298 E-mail: qt-dichvutn@quatest3.com.vn
Lan stra doi: 4 BH9 (09/2012) MO3VL/1 - TTTN09
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